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KEY PLAN

 1/32" = 1'-0"
1

MECHANICAL SITE PLAN

N

1.  REFER TO CS101 FOR ADDITIONAL REQUIREMENTS.

2. REFER TO 9/CS801 FOR TRENCHING AND BACKFILL.

FUTURE CONNECTION TO THE (N) CHILLER
PLANT IN  PROJECT  570-13-300 BY HFP.

MINIMUM 30" COVER.COORDINATE LOCATION WITH CIVIC
DRAWINGS. RECORD THE PIPE CENTERLINE  AND
LOCATION OF CAPPED PIPE FOR FUTURE  CONNECTION.
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KEY NOTES

MH101

MECHANICAL FLOOR
PLAN - NORTH WING

NOVEMBER 19,  2015

100% CONSTRUCTION DOCUMENTS
N

KEY PLAN

 1/8" = 1'-0"
1

MECHANICAL FLOOR PLAN - NORTH
WING

1 SUPPLY AIR DUCT UP TO ATTIC.

2 RETURN AIR DUCT UP TO ATTIC.

3 EXHAUST AIR DUCT UP TO ATTIC.

4 SIDEWALL GRILLE TO BE PLACED ON  VERTICAL FACE 10' SOFFIT.

5 SIDEWALL GRILLE TO BE PLACED ON  VERTICAL FACE ABOVE
KITCHEN CABINET.  ARCHITECT TO PROVIDE ACCESS TO VOLUME
DAMPER.

6 PROVIDE FIRE PLACE FLUE PER APPROVED FIRE PLACE
MANUFACTURER'S REQUIREMENTS.  DEDUCT ALTERNATE #5.

1.  REFER TO M4.01 FOR DUCT DETAILS.

2.  SEE MECHANICAL PIPING PLANS PLAN MP101 & MP102 FOR
THERMOSTAT LOCATIONS.

3. ALL FINAL BRANCHES SHALL BE FITTED WITH A VOLUME DAMPER.

4.  DUCTWORK OFFSETS INTO BEAMSPACE SHALL BE PROVIDED AS
NECESARY, WHERE NEEDED FOR SERVICES RUNNING BELOW.  SOME
OFFSETS HAVE BEEN SHOWN ON THE DRAWINGS.  IF ADDITIONAL ARE
NEEDED FOR COORDINATION PURPOSES, THESE SHALL BE PROVIDED.

5. ELBOWS &  REDUCER SHALL BE THREE DIAMETERS UPSTREAM OF
SAV BOXES.

6. PROVIDE ACCESS DOOR (NOT SHOWN) IN DUCTWORK AT ALL FD'S
AND FSD'S TO RESET OR MANTAIN.  WHERE POSSIBLE, ARRANGE
OPERATOR AND PROVIDE ACCESS FROM OUTSIDE ROOM SIDE.

7. DUCTWORK SHOWN RISING UP IS GENERALLY ROUTED UP TO ATTIC
SPACE.  COORDINATE PENETRATION LOCATIONS WITH STRUCTURAL.
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KEY NOTES

MH102

MECHANICAL FLOOR
PLAN - WEST WING

NOVEMBER 19,  2015

100% CONSTRUCTION DOCUMENTS

KEY PLAN

N

 1/8" = 1'-0"
1

MECHANICAL FLOOR PLAN - WEST WING

1 SUPPLY AIR DUCT UP TO ATTIC.

2 RETURN AIR DUCT UP TO ATTIC SPACE.

3 EXHAUST AIR DUCT UP TO ATTIC SPACE.

4 SIDEWALL GRILLE TO BE PLACED ON  VERTICAL FACE 9' SOFFIT.

5 SIDEWALL GRILLE TO BE PLACED ON  VERTICAL ABOVE KITCHEN
CABINET.  ARCHITECT TO PROVIDE ACCESS TO VOLUME DAMPER.

6 DEDUCTIVE ALTERNATE #2 - REFER TO 1/AS201D. CAP ALL DUCTS
DN. FROM ATTIC BELOW SLAB PENETRATION UNLESS OTHERWISE
NOTED.  ALL DUCTS AND EQUIPMENT WEST OF COLUMN LINE 2 NOT
TO BE INSTALLED.

7 DEDUCTIVE ALTERNATE #5 - REFER TO 2/AS201D CAP ALL DUCTS DN.
FROM ATTIC BELOW SLAB PENETRATION UNLESS OTHERWISE
NOTED.  ALL DUCTS AND EQUIPMENT WEST OF COLUMN LINE 3 NOT
TO BE INSTALLED.

8 DEDUCTIVE ALTERNATE #10 - REFER TO 3/AS201D CAP ALL DUCTS
DN. FROM ATTIC BELOW SLAB PENETRATION UNLESS OTHERWISE
NOTED.  ALL DUCTS AND EQUIPMENT WEST OF COLUMN LINE 4 NOT
TO BE INSTALLED.

9 50x50 OUTSIDE AIR DUCT UP TO ATTIC SPACE.

10 PROVIDE FIREPLACE FLUE PER APPROVED FIRE PLACE
MANUFACTURER'S REQUIREMENTS.  DEDUCT ALTERNATE #5.

11 RELOCATE SAV-1-6 IF DEDUCTIVE ALTERNATE #2 IS ACCEPTED.
LOCATE SAV-1-6 BETWEEN COL. 3 & 4.

1.  REFER TO M4.01 FOR DUCT DETAILS.

2.  SEE MECHANICAL PIPING PLANS PLAN MP101 & MP102 FOR
THERMOSTAT LOCATIONS.

3. ALL FINAL BRANCHES SHALL BE FITTED WITH A VOLUME DAMPER.

4.  DUCTWORK OFFSETS INTO BEAMSPACE SHALL BE PROVIDED AS
NECESARY, WHERE NEEDED FOR SERVICES RUNNING BELOW.  SOME
OFFSETS HAVE BEEN SHOWN ON THE DRAWINGS.  IF ADDITIONAL ARE
NEEDED FOR COORDINATION PURPOSES, THESE SHALL BE PROVIDED.

5. ELBOWS &  REDUCER SHALL BE THREE DIAMETERS UPSTREAM OF
SAV BOXES.

6. PROVIDE ACCESS DOOR (NOT SHOWN) IN DUCTWORK AT ALL FD'S
AND FSD'S TO RESET OR MANTAIN.  WHERE POSSIBLE, ARRANGE
OPERATOR AND PROVIDE ACCESS FROM OUTSIDE ROOM SIDE.

7. DUCTWORK SHOWN RISING UP IS GENERALLY ROUTED UP TO ATTIC
SPACE.  COORDINATE PENETRATION LOCATIONS WITH STRUCTURAL.

1.  REFER TO M4.01 FOR DUCT DETAILS.

2.  SEE MECHANICAL PIPING PLANS PLAN MP101 & MP102 FOR
THERMOSTAT LOCATIONS.

3. ALL FINAL BRANCHES SHALL BE FITTED WITH A VOLUME DAMPER.

4.  DUCTWORK OFFSETS INTO BEAMSPACE SHALL BE PROVIDED AS
NECESARY, WHERE NEEDED FOR SERVICES RUNNING BELOW.  SOME
OFFSETS HAVE BEEN SHOWN ON THE DRAWINGS.  IF ADDITIONAL ARE
NEEDED FOR COORDINATION PURPOSES, THESE SHALL BE PROVIDED.

5. ELBOWS &  REDUCER SHALL BE THREE DIAMETERS UPSTREAM OF
SAV BOXES.

6. PROVIDE ACCESS DOOR (NOT SHOWN) IN DUCTWORK AT ALL FD'S
AND FSD'S TO RESET OR MANTAIN.  WHERE POSSIBLE, ARRANGE
OPERATOR AND PROVIDE ACCESS FROM OUTSIDE ROOM SIDE.

7. DUCTWORK SHOWN RISING UP IS GENERALLY ROUTED UP TO ATTIC
SPACE.  COORDINATE PENETRATION LOCATIONS WITH STRUCTURAL.
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MH103

MECHANICAL ATTIC
PLAN - NORTH WING

 1/8" = 1'-0"
1

MECHANICAL ATTIC PLAN - NORTH WING

1 SUPPLY AIR DUCT DN. TO 1ST FLR.

2 RETURN AIR DUCT DN. TO 1ST FLR.

3 EXHAUST AIR DUCT DN. TO FIRST FLOOR.

4 30"x12" RA GRILLE  SERVING LIVING ROOM RM. 1D16

5 30"x12" RA GRILLE  SERVING DINING AREA RM. 1D03

N

1.  REFER TO M4.01 FOR DUCT DETAILS.

2. ELBOWS &  REDUCER SHALL BE THREE DIAMETERS UPSTREAM OF
SAV BOXES.

3. DUCTWORK SHOWN GOING DOWN IS  ROUTED UP TO 1ST FLOOR.
COORDINATE PENETRATION LOCATIONS WITH STRUCTURAL.

hzhang
Snapshot

hzhang
Snapshot
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MH104

MECHANICAL ATTIC
PLAN - WEST WING

 1/8" = 1'-0"
1

MECHANICAL ATTIC PLAN - WEST WING

1 SUPPLY AIR DUCT DN. TO  1ST FLR.

2 RETURN AIR DUCT DN. TO FIRST FLOOR.

3 EXHAUST AIR DUCT DN. TO FIRST FLOOR.

4 30"x12" RA GRILLE  SERVING LIVING ROOM RM. 1E03

5 30"x12" RA GRILLE  SERVING DINING AREA RM. 1E12.

6 30"x12" RA GRILLE  SERVING LOBBY RM. 1E12.

N

1.  REFER TO M4.01 FOR DUCT DETAILS.

2. ELBOWS &  REDUCER SHALL BE THREE DIAMETERS UPSTREAM OF
SAV BOXES.

3. DUCTWORK SHOWN GOING DOWN IS  ROUTED UP TO 1ST FLOOR.
COORDINATE PENETRATION LOCATIONS WITH STRUCTURAL.

hzhang
Snapshot

hzhang
Snapshot
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MH105

ENLARGED
MECHANICAL ROOM
PLAN

 1/8" = 1'-0"
2

MECHANICAL ROOM SECTION N-S

 1/8" = 1'-0"
3

NORTH WING SECTION KEY PLAN

 1/8" = 1'-0"
1

MECHANICAL ROOM

 1/8" = 1'-0"
4

NORTH WING LIVNG ROOM / DINING

 1/4" = 1'-0"
5

ENLARGED AREA

 1/4" = 1'-0"
6

LAUNDRY ROOM DRYER VENTS

1 SUPPLY AIR DUCT UP TO ATTIC.

2 RETURN AIR DUCT UP TO ATTIC SPACE.

3 EXHAUST AIR DUCT UP TO ATTIC.

4 LOW EXHAUST TO BE LOCATED WITHIN 1' OF FLOOR.

5 DRYER VENT DUCTS TO BE  LOCATED ABOVE THE OTHER.
TERMINATE AT WALL WITH EXHAUST HOOD.  FOLLOW MFGR'S
INSTALLATION INSTRUCTIONS.

6 4" METAL DUCT.  USE FLEXIBLE METAL DUCT IF NEEDED INSIDE
LAUDRY ROOM. FOLLOW MFGR'S INSTALLATION INSTRUCTION FOR
ALLOWABLE LENGHTS, ELBOWS AND FLEXIBLE DUCT ALLOWED.

1.  REFER TO M4.01 FOR DUCT DETAILS.

2.  SEE MECHANICAL PIPING PLANS PLAN MP101 & MP102 FOR
THERMOSTAT LOCATIONS.

3. ALL FINAL BRANCHES SHALL BE FITTED WITH A VOLUME DAMPER.

4.  DUCTWORK OFFSETS INTO BEAMSPACE SHALL BE PROVIDED AS
NECESARY, WHERE NEEDED FOR SERVICES RUNNING BELOW.  SOME
OFFSETS HAVE BEEN SHOWN ON THE DRAWINGS.  IF ADDITIONAL ARE
NEEDED FOR COORDINATION PURPOSES, THESE SHALL BE PROVIDED.

5. ELBOWS &  REDUCER SHALL BE THREE DIAMETERS UPSTREAM OF
SAV BOXES.

6. PROVIDE ACCESS DOOR (NOT SHOWN) IN DUCTWORK AT ALL FD'S
AND FSD'S TO RESET OR MANTAIN.  WHERE POSSIBLE, ARRANGE
OPERATOR AND PROVIDE ACCESS FROM OUTSIDE ROOM SIDE.

7. DUCTWORK SHOWN RISING UP IS GENERALLY ROUTED UP TO ATTIC
SPACE.  COORDINATE PENETRATION LOCATIONS WITH STRUCTURAL.

hzhang
Snapshot

hzhang
Snapshot
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MECHANICAL ROOF PLAN - NORTH WING

1.  REFER TO M4.01 FOR DUCT DETAILS.

2. PLUMBING VENTS SHOWN FOR REFERENCE.  EXHAUSTS MUST BE A MIN.
OF 10' OF VENTS OR OTHER OPENINGS.
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MECHANICAL ROOF PLAN - WEST WING

1.  REFER TO M4.01 FOR DUCT DETAILS.

2. PLUMBING VENTS SHOWN FOR REFERENCE.  EXHAUSTS MUST BE A MIN.
OF 10' OF VENTS OR OTHER OPENINGS.

3. EXHAUSTS MUST BE LOCATED A MIN. OF 25' OF OUTSIDE AIR INTAKE.
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KEY NOTES

MP101

MECHANICAL
HYDRONIC PIPING
FLOOR PLAN - NORTH
WING

 1/8" = 1'-0"
1

MECHANICAL HYDRONIC PIPING FLOOR
PLAN - NORTH WING

KEY PLAN

N

1.  REFER TO M4.02 FORPIPE HANGER DETAIL.

2. COORDINATE THERMOSTAT LOCATIONS WITH ARCHITECTURAL
DRAWINGS.

3. PIPING OFFSETS INTO BEAMSPACE SHALL BE PROVIDED AS
NECESARY. SOME OFFSETS HAVE BEEN SHOWN ON THE DRAWINGS.
IF ADDITIONAL ARE NEEDED FOR COORDINATION PURPOSES, THESE
SHALL BE PROVIDED.
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MECHANICAL
HYDRONIC PIPING
FLOOR PLAN - WEST
WING
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MECHANICAL HYDRONIC PIPING FLOOR
PLAN - WEST WING

KEY PLAN

N

1.  REFER TO M4.02 FORPIPE HANGER DETAIL.

2. COORDINATE THERMOSTAT LOCATIONS WITH ARCHITECTURAL
DRAWINGS.

3. PIPING OFFSETS INTO BEAMSPACE SHALL BE PROVIDED AS
NECESARY. SOME OFFSETS HAVE BEEN SHOWN ON THE DRAWINGS.
IF ADDITIONAL ARE NEEDED FOR COORDINATION PURPOSES, THESE
SHALL BE PROVIDED.

4. REFER TO M3.01 FOR BOILER AND CHILLER PIPING DIAGRAMS
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